VAULT COVER
LABELED "WATER”

— WATER — SHOULD HAVE 2

SLOTS 17 X0.5” AT

EACH SIDE.
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" CUSTOMER VAULT COVER POLY
LINE 1" WATER METER
WITH AMR 1" BRASS METER TAIL
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COVER & METER BOX
MATERIALS:

30 3/4 FIBERGLASS REINFORCED
40 3/4 POLYMER
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PN—TLSAN 1” WATER METER WITH AUTOMATED
POLYMER METER READER TECHNOLOGY (AMR)

BOX OPEN 5SXEABC?2|8E\EVLELK) BRASS 5'x5’ CONCRETE
AT BOTTOM / METEW SLAB(SIDEWALK)
AND BEVEL

SIDE A , 7 \|

y/ //\

18" [MAX.
8" MIN,

——VAULT WALLS

[=~—2" POLY TUBING
— WATER MAIN FLOW

g 4” THICK #57 PEA
GASKETS ROCK COMPACTED TO
90% DENSITY

2" CURB STOP MIP

e

1" BRASS METER TAIL TO 2"x1” REDUCER
BE EXTENDED TO

RIGHT—OF-WAY LINE SECTION

N.T.S. NOTE:

1. METER BOX AND COVER IN TRAFFIC ARE TO
BE HS—20 RATED.

2. ALL BRASS FITTINGS TO BE LEAD—FREE
MATERIAL.
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